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ORDINANCE NO. 25-47 
AN ORDINANCE AMENDING TITLE 9 OF THE VILLAGE CODE OF CAMPTON 

HILLS RELATING TO BUILDING CODES 

WHEREAS, the Village of Campton Hills (the "Village") is a municipal corporation duly 
organized and existing under the laws of the State of Illinois; and 

WHEREAS, the Village has the authority, pursuant to 65 ILCS 5/1-3-2, to adopt by 
reference, as criteria for the issuance of construction, reconstruction, alteration, or installation 
permits, all or any part of the building, electrical, plumbing, mechanical, property maintenance, fire 
prevention, or other codes of regulations; and 

WHEREAS, the President and Board of Trustees of the Village find that adopting updated 
building codes is necessary to secure the public health, safety, and welfare of the Village's residents 
by establishing minimum requirements for building construction; and 

WHEREAS, the Village wishes to adopt the 2024 editions of various International Codes 
and the 2023 National Electrical Code, with certain amendments; 

NOW, THEREFORE, BE IT ORDAINED by the President and Board of Trustees of the 
Village of Campton Hills, Kane County, Illinois, as follows: 

Section 1: Code Amendments. Title 9 (“Building and Development”) Chapters 1 and 2 (“Purpose; 
Scope; General Building Regulations” and “Building Codes”) of the Campton Hills Village Code, 
shall be deleted in their entirety, and replaced with a new Chapter 1 entitled “Building Regulations; 
Building Codes Adopted”, that shall read in its entirety as follows (with the former Chapter 2 being 
reserved): 

TITLE 9 - BUILDING AND DEVELOPMENT 

CHAPTER 1 - BUILDING REGULATIONS; BUILDING CODES ADOPTED 

9-1-1: ADOPTION OF BUILDING CODES 

The following codes are hereby adopted by reference as the building regulations of the Village of 
Campton Hills, with the additions, insertions, deletions, and changes prescribed in this ordinance: 

A. International Building Code (IBC), 2024 Edition, as published by the International 
Code Council, Inc. 

B. International Residential Code (IRC) for One- and Two-Family Dwellings, 2024 
Edition, as published by the International Code Council, Inc. 

C. International Plumbing Code, 2024 Edition, as published by the International Code 
Council, Inc. 

D. International Mechanical Code, 2024 Edition, as published by the International Code 
Council, Inc. 

E. International Property Maintenance Code, 2024 Edition, as published by the 
International Code Council, Inc. 

F. International Fuel Gas Code, 2024 Edition, as published by the International Code 
Council, Inc. 

G. International Existing Building Code, 2024 Edition, as published by the International 
Code Council, Inc. 

H. International Swimming Pool and Spa Code, 2024 Edition, as published by the 
International Code Council, Inc. 
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I. International Fire Code, 2024 Edition, as published by the International Code Council, 
Inc. 

J. National Electrical Code (NFPA 70), 2023 Edition, as published by the National Fire 
Protection Association. 

K. International Wildland-Urban Interface Code (IWUIC), 2024 Edition, as published by 
the International Code Council, Inc. 

L. Illinois Plumbing Code, as adopted and amended from time to time by the Illinois 
Department of Public Health pursuant to the Illinois Plumbing License Law (225 ILCS 
320/1 et seq.). 

M. Illinois Energy Conservation Code, as adopted and amended from time to time by the 
Illinois Capital Development Board pursuant to the Illinois Energy Efficient Building 
Act (20 ILCS 3125/1 et seq.). 

N. Illinois Accessibility Code, as adopted and amended from time to time by the Illinois 
Capital Development Board pursuant to the Illinois Environmental Barriers Act (410 
ILCS 25/1 et seq.). 

9-1-2: CONFLICTS 

In the event of a conflict between the provisions of the codes adopted by this ordinance and 
applicable State or Federal laws, rules, or regulations, the stricter of the provisions shall apply. 

9-1-3: COPY ON FILE 

At least (1) one copy of each code adopted by reference in this ordinance shall be kept on file in 
the office of the Village Clerk for public use, inspection, and examination. 

9-1-4: ADMINISTRATION AND ENFORCEMENT 

The Building Official, as appointed by the Village President with the advice and consent of the 
Board of Trustees, shall be responsible for the administration and enforcement of this ordinance 
and the codes adopted herein. 

9-1-5: BUILDING PERMITS REQUIRED 

No building or structure shall be erected, constructed, enlarged, altered, repaired, moved, 
improved, removed, converted, or demolished unless a building permit for such work has first 
been obtained from the Building Official, except as specifically exempted in the adopted codes as 
amended by this ordinance. 

9-1-6: BUILDING PERMIT FEES 

A. Fee Schedule Establishment: 

1. The Village Board of Trustees shall establish a schedule of fees for permits, inspections, 
and other services provided by the Building Department. This fee schedule shall be 
adopted by resolution of the Village Board of Trustees and may be amended from time to 
time by resolution. 

2. The current fee schedule, as amended from time to time, shall be maintained by the 
Village Clerk and shall be available for public inspection in the offices of the Building 
Department and the Village Clerk during normal business hours. 

3. The initial fee schedules shall be as set forth in Resolution No. O-25-38, dated December 
2, 2025, which is incorporated herein by reference. 
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B. Fee Payment: 

1. No permit shall be issued until the fees prescribed in the current fee schedule have been 
paid in full, nor shall an amendment to a permit be approved until the additional fee, if 
any, has been paid. 

2. All fees collected pursuant to this section shall be deposited in the General Fund of the 
Village of Campton Hills, unless otherwise specified by the Village Board of Trustees. 

C. Fee Refunds: 

1. The Building Official may authorize refunding of not more than 80 percent of the permit 
fee paid when no work has been done under a permit issued in accordance with this code. 

2. The Building Official may authorize refunding of not more than 80 percent of the plan 
review fee paid when an application for a permit for which a plan review fee has been 
paid is withdrawn or canceled before any plan reviewing is done. 

3. No refund shall be authorized unless a written application for such refund is filed by the 
original permittee within 180 days of the date the fee was paid. 

D. Fee Exemptions: 

1. No fees shall be required for permits for buildings owned and used exclusively by the 
Village of Campton Hills. 

2. The Village Board of Trustees may, by resolution, waive or reduce fees for other 
governmental agencies or not-for-profit organizations when deemed in the public interest. 

E. Periodic Review: 

1. The Building Official shall periodically review the fee schedule and recommend to the 
Village Board of Trustees any adjustments deemed necessary to cover the costs of 
providing services. 

2. The Village Board of Trustees shall consider the Building Official's recommendations 
and may amend the fee schedule by resolution as it deems appropriate. 

9-1-7: THIRD-PARTY CONSULTING FEES: 

A. Authorization: When deemed necessary by the Building Official, third-party consultants 
may be required to review plans or inspect work for any of the following reasons: 

1. Complex projects requiring specialized expertise 
2. Specialized systems that require technical knowledge beyond standard building systems 
3. Unique construction methods or materials 
4. When the expertise, qualification, or staff availability for review of certain plans or 

inspection of certain improvements is not adequate 
B. Types of Services: These consultant services may include, but are not limited to: 

1. Engineering review and inspections 
2. Legal review related to construction 
3. Planning and zoning analysis 
4. Fire protection systems review 
5. Specialized structural analysis 
6. Environmental impact assessments 
7. Other professional consultant services as determined necessary by the Building Official 

C. Deposit Required: The applicant shall deposit with the Village an amount estimated to cover 
the cost of the third-party services. The minimum deposit shall be determined by the Building 
Official based on the scope and complexity of the project. 
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D. Fee Structure: The cost of such consultant services shall be: 
1. Borne entirely by the permit applicant 
2. In addition to standard permit fees established elsewhere in this code 
3. Based on the actual cost incurred by the Village plus a 40% administrative fee 

E. Insufficient Deposit: If the deposit is not sufficient to cover the actual costs incurred by the 
Village, the applicant shall pay the difference before the issuance of a permit, approval of 
inspections, or issuance of a certificate of occupancy, as applicable. 

F. Notification: The Building Official shall notify the applicant in writing when third-party 
services will be required, providing an estimate of costs, when possible, prior to incurring 
such costs. 

9-1-8: PERMIT EXPIRATION 

A. Permit Validity: Every permit issued shall become invalid unless the work on the site 
authorized by such permit is commenced within one year (365 days) after its issuance, or 
if the work authorized on the site by such permit is suspended or abandoned for a period 
of one year (365 days) after the time the work is commenced. 

B. Extensions: The Building Official is authorized to grant, in writing, one or more 
extensions of time, for periods not more than one year (365 days) each. The extension 
shall be requested in writing prior to the permit expiration date and justifiable cause shall 
be demonstrated. 

C. Permit Renewal: A permit that has expired may be renewed within one year of the date 
of expiration, provided no changes have been made to the original plans and 
specifications for such work, upon payment of a renewal fee equal to 50% of the original 
permit fee. If more than one year has passed since the date of expiration, a new permit 
application with full permit fees shall be required. 

D. Applicability: The provisions of this section shall apply to all permits issued under the 
authority of the codes adopted in this Title, unless specifically provided otherwise in 
another section of this Code. 

9-1-9: GENERAL AMENDMENTS APPLICABLE TO ALL ADOPTED CODES 

A. Jurisdiction References: All references to "jurisdiction" or "name of jurisdiction" in any 
of the adopted codes shall mean "Village of Campton Hills, Illinois." 

B. Department References: All references to "name of department," "department of 
building safety," or similar department designations in any of the adopted codes shall 
mean "Building and Zoning Department of the Village of Campton Hills." 

C. Fee References: All references to "fees," "schedule of permit fees," "fee schedule," or 
similar fee designations in any of the adopted codes shall be as established by the fee 
schedule of the Village of Campton Hills as adopted by resolution of the Village Board of 
Trustees and amended from time to time. 

D. Board of Appeals References: All references to "board of appeals," "appeals board," or 
similar appellate body designations in any of the adopted codes shall mean the "Board of 
Appeals of the Village of Campton Hills" as established in Section 9-1-25 of this Title. 

E. Appeals Procedure References: All references to "means of appeals," "appeals 
procedure," or similar process designations in any of the adopted codes shall be governed 
by the provisions of Section 9-1-25 of this Title. 

F. Violation References: All references to "violation penalties," "penalties," or similar 
enforcement designations in any of the adopted codes shall be governed by the provisions 
of Section 9-1-23 of this Title. 
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G. Permit Expiration References: All references to "permit expiration," "time limitation of 
application," or similar time limit designations in any of the adopted codes shall be 
governed by the provisions of Section 9-1-8 of this Title. 

H. Energy Code References: All references to the "International Energy Conservation 
Code" in any of the adopted codes shall mean the "Illinois Energy Conservation Code" as 
adopted by the State of Illinois. 

I. Plumbing Code References: All references to the "International Plumbing Code" in any 
of the adopted codes shall mean the "Illinois Plumbing Code" as adopted by the Illinois 
Department of Public Health, except as enumerated in Section 9-1-18 of this Title. 

9-1-10: AMENDMENTS TO THE INTERNATIONAL BUILDING CODE, 2024 EDITION 

The International Building Code, 2024 Edition, is amended as follows: 

A. Section 101.4 Referenced Codes. Add new subsection 101.4.8 to read as follows: 

101.4.8 Electrical. The provisions of the National Electrical Code as adopted by the Village 
Board shall apply to the installation of electrical systems, including alterations, repairs, 
replacement, equipment, appliances, fixtures, fittings, and appurtenances thereto. 

B. Section 105.2 Work exempt from permit. Amend to read as follows: 

Building: Replace as follows: 

1. Temporary storage structures such as plastic or resin products. 
2. Replacement of existing deck walking-surface boards with like materials of the same 

general type and similar dimensions, where no structural components are added, 
removed, or altered. 

3. Replacement of fence pickets, panels, or posts in an existing fence with like materials of 
the same general type, provided the fence height, length, and location are not increased or 
altered. 

4. Installation of one additional layer of asphalt shingles over an existing asphalt shingle 
roof covering where the existing roof covering is sound, the total number of roof 
coverings does not exceed two. 

5. Retaining walls that are not over 4 feet (1219 mm) in height measured from the bottom of 
the footing to the top of the wall, unless supporting a surcharge or impounding Class I, II 
or IIIA liquids. 

6. Water tanks supported directly on grade if the capacity is not greater than 5,000 gallons 
(18 925 L) and the ratio of height to diameter or width is not greater than 2:1. 

7. Sidewalks not more than 30 inches (762 mm) above adjacent grade, and not over any 
basement or story below and are not part of an accessible route. 

8. Painting, papering, tiling, carpeting, cabinets, counter tops and similar finish work. 
9. Temporary motion picture, television and theater stage sets and scenery. 
10. Prefabricated swimming pools accessory to a Group R-3 occupancy that are less than 24 

inches (610 mm) deep, are not greater than 5,000 gallons (18,925 L) and are installed 
entirely above ground. 

11. Shade cloth structures constructed for nursery or agricultural purposes, not including 
service systems. 

12. Swings and other playground equipment accessory to detached one- and two-family 
dwellings. 
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13. Window awnings in Group R-3 and U occupancies, supported by an exterior wall that do 
not project more than 54 inches (1,372 mm) from the exterior wall and do not require 
additional support. 

14. Nonfixed and movable fixtures, cases, racks, counters and partitions not over 5 feet 9 
inches (1,753 mm) in height. 

Electrical: add as follows: 

4. Replacement of an existing permanently installed generator where the generator capacity 
and ampere rating are not increased. 

5. Replacement of individual photovoltaic modules or other components of an existing solar 
energy system with components of the same type and equivalent capacity and ratings, 
where no structural supports are altered and no changes are made to the electrical service 
equipment or overcurrent protection. 

C. Section 107.2.6 Site Plan. Add new subsection 107.2.6.2 to read as follows: 

107.2.6.2 Compliance with site plan. It shall be the responsibility of the builder/developer to 
submit to the Building and Zoning Department a spot survey prepared by a Registered Land 
Surveyor after the foundation is installed. This survey must be at a scale of not less than one 
inch equal to thirty feet (1"=30'). The survey must also indicate the elevation above sea level 
of the top of the foundation wall and the top of the curb and sidewalk at lot lines extended 
relative to United States Geological Survey Benchmark. No construction will be allowed to 
proceed except for underground water and sewer, and related items until the spot survey is 
approved by the Building and Zoning Department. This Section applies to principal structures 
only and not to additions or accessory structures. 

D. Section 110.3 Required inspection. Add new subsection 110.3.1.2 to read as follows: 

110.3.1.2 Backfill Inspection. Inspection made after foundation walls are erected. Prior to 
backfilling the following systems or components including, but not limited to, 
damp/waterproofing, subsurface drainage system, exterior insulation, and anchoring shall be 
placed. 

E. Section 903.2 Where required. Amend to read as follows: 

Approved automatic sprinkler systems in new buildings and structures shall be provided in the 
locations described in Table 903.2 and in Sections 903.2.11 through 903.2.12. 

Table 903.2 

Occupancy Group When Fire Area exceeds square footage  

A-3, A-4, A-5, B, F, M, S 3,000 

A-1, A-2, E, H, I, R 0 

Exception remains. 

F. Section 903.4.3 Alarms. Revise the first sentence to read as follows: 

An approved audible and visual sprinkler waterflow alarm device, located on the exterior of 
the building above the fire department connection (FDC) or other approved location, shall be 
connected to each automatic sprinkler system. 

G. Section 903 Automatic Sprinkler Systems. Add new subsection 903.7. 
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903.7 Sprinkler system design criteria. Sprinkler hydraulic designs for NFPA 13 and NFPA 
13R systems shall be designed with a minimum of a five (5) pound difference between the 
sprinkler system design including hose requirements and the available water supply. The five 
(5) pound safety factor shall be applied to the water flow test after any adjustments for a 
seasonal low. 

H. Section 1101.1 Scope. Amend to read as follows: 

1101.1 Scope. The provisions of the Illinois Accessibility Code shall control the design and 
construction of facilities for accessibility for individuals with disabilities. 

I. Sections 1102 through 1112. Delete these sections in their entirety. 

J. Section 1612.3 Establishment of flood hazard areas. Insert: "Village of Campton Hills" and 
"August 3, 2009, July 17, 2012, and any amendments or additions thereto" 

K. Section 1805 Footings and Foundations. Add new subsection 1805.5 to read as follows: 

1805.5 Prohibition of Wood Footings and Foundations. Notwithstanding any other provisions 
of this code, wood footings and foundations are prohibited within the Village of Campton 
Hills. 

L. Section 2902 Minimum Plumbing Facilities. Delete this section except 2902.3.2 Prohibited 
location for toilet facilities. Toilet facilities shall not open directly into a room used for the 
preparation of food for service to the public. 

M. Section 2903 Installation of fixtures. Delete this section in its entirety. 

N. Section 3001.3 Referenced Standards. Add the following: Referenced standards to be as 
stringent and comply with the current Illinois Safety Act and its rules. For residential 
conveyance application, the Act does not apply, however the IBC shall apply for new 
installations, permits and final acceptance. For applications not covered by the Illinois 
Elevator Safety Act, those conveyance applications shall be covered under the IBC. 

O. Section 3002.4 Elevator car to accommodate ambulance stretcher. Revise the first sentence to 
read as follows: 

Where elevators are provided in buildings, not fewer than one elevator shall be provided for 
fire department emergency access to all floors. 

P. All elevator installations shall comply with the Illinois Office of the State Fire Marshal rules 
for elevators. 

Q. Section 3301 General. Add new subsection 3301.6. 

3301.6 Mud and debris control.  

Builders are responsible for: 

1. Mud left on streets by contractors or material suppliers must be cleaned at least at the end 
of each day, and more often if the accumulation is sufficient to cause a hazard. 

2. Material, and debris must be placed in a dumpster at the end of each day or any confined 
area such as a garage, etc. Construction materials and debris shall be secured on the 
construction site and no building materials or debris shall be burned in compliance with 
Title 7, Chapter 2 Nuisances, Property Maintenance and Burning Provisions of the Village 
Code. 
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3. Crossing landscaped areas, improved parkways, or adjacent properties is prohibited except 
an improved parkway may be crossed if a temporary access permit has been issued. 

Compliance with this control will provide and enhance the natural beauty of the environment. 
Failure to comply with this control requirement may result in: 

a. A fine and/or penalties in accordance with provisions herein. 

b. Suspension of building permit. 

R. Section 3303.4 Vacant lots: Delete this section and replace with: 

Restoration of demolition site. All foundations, walls, footings, concrete floors, and other 
concrete in areas below grade must be removed. All demolition debris, including, but not 
limited to bricks, concrete, wood and metal shall be removed, and all voids resulting from the 
above removal shall be filled to at least the existing grade with granular materials in 
accordance with Section 213 of the State of Illinois Standard Specifications for Road and 
Bridge construction, except that a maximum of twenty (20) percent of non-organic rubble 
may be used as fill material. The area must then be swaled for proper drain-off. The land 
must be restored as close as possible to its original stage. The final top layer of fill shall 
contain adequate topsoil to sustain grass and be seeded in a professional manner. Residential 
fill shall be approved by the code official. 

The only exception to this shall be when the proposed site is 5 or more acres in size and when 
the demolition/restoration would, to a large degree, include the filling of areas over 2 acres in 
size below existing grade. Provided that the above conditions are met, the applicant may 
choose to create a retention/detention stormwater facility or another type of open space 
recreation facility, which obtains its main attractiveness through the use of permanent surface 
waters of 2 acres or more in size. The applicant would be required to provide a facility, which 
is safe for its intended or potential uses as provided in other sections of the Campton Hills 
Village Code. The applicant would also have to provide the previously mentioned survey of 
the facility and design the facility according to good engineering practices to enable it to 
function for indeterminate time periods without extensive maintenance or harm to 
neighboring properties, public facilities or groundwater resources. The ownership and 
maintenance of the facility shall be negotiated with the Village as part of the review process 
enabling demolition. The Building Official, based on their potential merits or impact on the 
community, shall consider specific items not directly covered. 

S. Adopt appendix chapters C, F, K, H105 and H106, and I. 

9-1-11: AMENDMENTS TO THE INTERNATIONAL RESIDENTIAL CODE, 2024 
EDITION 

The International Residential Code, 2024 Edition, is amended as follows: 

A. Section R105.2 Work exempt from permit. Amend to read as follows:  

Building: Replace as follows: 

1. Temporary storage structures such as plastic or resin products. 
2. Other than storm shelters, one-story detached accessory structures, such as sheds, 

gazebos, and pergolas, provided that the floor area does not exceed 200 square feet 
(18.58 m2). 
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3. Replacement of existing deck walking-surface boards with like materials of the same 
general type and similar dimensions, where no structural components are added, 
removed, or altered. 

4. Resurfacing or overlay of an existing residential driveway with like materials of the same 
type, provided that the driveway location, width, and overall area are not increased. 

5. Nonstructural interior demolition work that does not affect load-bearing or lateral-force-
resisting components, fire-resistance-rated or smoke-resisting assemblies, means of 
egress components, or any mechanical, electrical, plumbing, or fire protection systems. 

6. Interior remodeling that does not include structural modifications or the installation, 
alteration, or extension of any mechanical, electrical, plumbing, or fire protection 
systems. 

7. Installation of one additional layer of asphalt shingles over an existing asphalt shingle 
roof covering where the existing roof covering is sound, the total number of roof 
coverings does not exceed two. 

8. Replacement of exterior siding, gutters, windows, and doors with units of similar size, 
materials, and operation installed in existing openings. 

9. Retaining walls that are not over 4 feet (1,219 mm) in height measured from the bottom 
of the footing to the top of the wall, unless supporting a surcharge. 

10. Water tanks supported directly upon grade if the capacity does not exceed 5,000 gallons 
(18,927 L) and the ratio of height to diameter or width does not exceed 2 to 1. 

11. Painting, papering, tiling, carpeting, cabinets, counter tops and similar finish work. 
12. Prefabricated swimming pools that are less than 24 inches (610 mm) deep. 
13. Swings and other playground equipment. 
14. Sidewalks. 
15. Window awnings supported by an exterior wall that do not project more than 54 inches 

(1,372 mm) from the exterior wall and do not require additional support. 

Electrical: Add as follows: 

6. Replacement of existing electrical service equipment or panelboards where the service 
voltage, phase, and ampere rating are not increased. 

7. Replacement of an existing permanently installed residential generator where the 
generator capacity and ampere rating are not increased. 

8. Replacement of individual photovoltaic modules or other components of an existing 
residential solar energy system with components of the same type and equivalent 
capacity and ratings, where no structural supports are altered and no changes are made to 
the electrical service equipment or overcurrent protection. 

B. Section R106.2 Site plan or plot plan. Add new subsection 106.2.1 to read as follows: 

106.2.1 Compliance with site plan. It shall be the responsibility of the builder/developer to 
submit to the Building and Zoning Department a spot survey prepared by a Registered Land 
Surveyor after the foundation is installed. This survey must be at a scale of not less than one 
inch equal to thirty feet (1"=30'). The survey must also indicate the elevation above sea level 
of the top of the foundation wall and the top of the curb and sidewalk at lot lines extended 
relative to United States Geological Survey Benchmark. No construction will be allowed to 
proceed except for underground water and sewer, and related items until the spot survey is 
approved by the Building and Zoning Department. This Section applies to principal structures 
only and not to additions or accessory structures. 
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C. Table R301.2(1) Climatic and Geographic Design Criteria. Insert: 

1. Ground Snow Load: 25 psf 
2. Wind Design - Speed (mph): 115 
3. Wind Design - Topographic effects: No 
4. Wind Design - Special wind region: No 
5. Wind Design - Windborne debris zone: No 
6. Seismic Design Category: B 
7. Subject to Damage From - Weathering: Severe 
8. Subject to Damage From - Frost line depth: 42 inches 
9. Subject to Damage From - Termite: Moderate to Heavy 
10. Winter Design Temperature: -4°F 
11. Ice Barrier Underlayment Required: Yes 
12. Flood Hazards: FIRM Maps dated August 3, 2009 
13. Air Freezing Index: 1500 
14. Mean Annual Temperature: 49.7°F 
15. Climate Zone: 5A 
16. Heating Degree Days: 6553 
17. Cooling Degree Days: 962 
18. Radon Potential: Zone 1, High Potential 

D. Section R313.2 One- and two-family dwellings automatic sprinkler systems. Delete this 
section in its entirety. 

E. Section R401.2 Requirements. Amend by adding the following: 

Wood foundations and footings as described in Sections R403.2, R404.2, 

and R404.2.1 through R404.2.6 are prohibited within the Village of 

Campton Hills. All foundations and footings shall be constructed of concrete or masonry as 
specified in Sections R402, R403.1, and R404.1. 

F. Section R401.3.1 Add new section: Gutters and Downspouts. 

R401.3.1 Gutters and Downspouts. All dwelling units shall have gutters installed at the eaves 
of sloped roofs. The gutters and downspouts shall be designed and installed to collect and 
discharge the water from the roof away from the foundation of the building. 

R401.3.1.1 Discharge. Downspout discharge shall be directed to drain at least 5 feet away 
from the foundation wall. Where site conditions prohibit this distance, other approved means 
of discharge away from the dwelling unit shall be provided. 

R401.3.1.2 Materials. Gutters and downspouts shall be constructed of corrosion-resistant 
materials approved for such use. Typical materials include, but are not limited to, aluminum, 
galvanized steel, copper, stainless steel, zinc, and approved rigid plastic materials. 

R401.3.1.3 Size. Gutters and downspouts shall be sized to adequately manage the anticipated 
water flow from the roof area being served, with gutters having a minimum width of 4 inches 
and downspouts having a minimum diameter of 2 inches. 

R401.3.1.4 Exceptions. Dwelling units with roof overhangs extending at least 24 inches 
beyond the exterior wall and designed to direct water away from the foundation may be 
exempt from the gutter requirement upon approval of the building official. 
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G. Section R408.7 Add new section: Concrete Slush Coats in Crawl Spaces. 

R408.7 Concrete Slush Coats in Crawl Spaces. All crawl spaces shall have a minimum of two 
(2) inch concrete slush coat installed. A base course shall be installed in accordance with 
Section R506.2.2. 

H. Section R501.3.1 Add new section: Open Web Trusses and Engineered Floor Joists. 

R501.3.1 Open Web Trusses and Engineered Floor Joists. The use of open web wood floor 
trusses and engineered floor joists is not allowed unless protected on the bottom side with a 
minimum of one layer of 5/8 inch Type X gypsum board or any approved one-hour fire-rated 
assembly. 

I. Section R502.7.1 Bridging. Delete and replace with the following: 

R502.7.1 Bridging. Joists shall be supported by solid bridging, diagonal bridging (wood or 
metal) at intervals not exceeding eight (8) feet. The Building Official may approve alternate 
methods of bridging. 

J. Delete Chapters 25 through 33 in their entirety and add the following section: 

R2501.1 Plumbing Systems. All plumbing systems, including equipment, fixtures, materials, 
and appurtenances shall comply with the Illinois Plumbing Code as administered by the Illinois 
Department of Public Health, as adopted and amended from time to time. 

K. Delete Chapters E3401 through E4304 in their entirety and add the following section: 

E3401.1 Electrical Systems. All electrical systems, including equipment, fixtures, materials, 
and appurtenances shall comply with the National Electrical Code (NFPA 70), 2023 Edition, 
as amended in Section 9-1-12 of this Title. 

L. Adopt the following appendix chapters BE, BF, BG, BH, BO, CA, and CB. 

9-1-12: AMENDMENTS TO THE NATIONAL ELECTRICAL CODE, 2023 EDITION 

The National Electrical Code, 2023 Edition, is amended as follows: 

A. Article 210.8(A) Ground-Fault Circuit-Interrupter Protection for Personnel. Add a new 
Exception to read as follows: 

Exception to (A)(5): Receptacles that supply power to permanently installed sump pumps in 
normally unfinished areas of the basement that are not intended as habitable rooms shall not 
require ground-fault circuit-interrupter protection when all of the following conditions are met: 

(1) The receptacle is a single receptacle of the non-locking type and is labeled "SUMP PUMP 
ONLY - NO GFCI PROTECTION". 

(2) The receptacle is on a dedicated branch circuit. 

(3) The receptacle is identified at the panelboard with a red marking and labeled "SUMP PUMP - 
DO NOT DISCONNECT". 

B. Article 300.3 Wiring Methods. Add a new subsection (E) to read as follows: 

(E) Approved Wiring Methods. All new electrical wiring systems and additions to existing 
systems shall be installed using only the following approved wiring methods: 

(1) Rigid metal conduit (RMC) as specified in Article 344 

(2) Intermediate metal conduit (IMC) as specified in Article 342 
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(3) Electrical metallic tubing (EMT) as specified in Article 358 

(4) Nonmetallic-sheathed cable (Type NM and NMC) as specified in Article 334 and only 
where permitted by Article 334.10 

Exception: Flexible metal conduit (FMC) as specified in Article 348 may be used in existing 
structures when specifically approved by the Authority Having Jurisdiction. 

All other wiring methods described elsewhere in this Code are prohibited except where 
specifically approved by the Authority Having Jurisdiction based on impracticality or special 
circumstances. 

C. Article 310.3 Conductors. Add a new subsection (E) to read as follows: 

(E) Conductor Material. All conductors used in branch circuits, feeders, and service 
conductors shall be copper. The use of aluminum conductors is prohibited. 

Exception No. 1: Aluminum conductors shall be permitted for service entrance conductors for 
services rated 200 amperes or larger. 

Exception No. 2: Aluminum conductors shall be permitted for separately derived systems 
rated 200 amperes or larger. 

Exception No. 3: Aluminum conductors used as part of listed and pre-assembled cable 
assemblies, such as service entrance cable (Type SE) and metal-clad cable (Type MC), may be 
permitted when specifically approved by the Authority Having Jurisdiction. 

D. Article 314.1 Scope. Add the following sentence: 

All boxes installed at a conductor splice point, outlet, switch point, junction point or pull 
point shall be a minimum of 4 x 4 x 1 ½ inch steel. Exception: ceiling fan boxes. 

E. Article 334.10 Uses permitted. Amend to read as follows: 

Type NM and Type NMC cables shall be permitted to be used in one- and two-family 
dwellings and their attached or detached garages, and their storage buildings. 

F. Article 334.15 Exposed Work. Add the following subsection: 

(D) Type NM and NMC shall not be permitted to be exposed except in unfinished attics, and 
under-floor spaces. 

G. Article 334.40 Boxes and Fittings. Add new subsection (D) to read as follows: 

(D) Service Loop. For Type NM and Type NMC cables, a minimum of 12 inches of cable 
slack (service loop) shall be provided at each box or device. The service loop shall be 
measured from the point of entry into the box to the first cable support. 

H. Refer to the International Building Code Appendix Chapter K for administrative provisions for 
the electrical code. 

9-1-13: AMENDMENTS TO THE INTERNATIONAL EXISTING BUILDING CODE, 
2024 EDITION 

The International Existing Building Code, 2024 Edition, is amended as follows: 

A. Section 105.2 Work exempt from permit. Amend to read as follows: 
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Building: 

1. Painting, papering, tiling, carpeting, cabinets, counter tops and similar finish work. 
2. Temporary motion picture, television, and theater stage sets and scenery. 
3. Shade cloth structures constructed for nursery or agricultural purposes, and not including 

service systems. 
4. Window awnings supported by an exterior wall of Group R-3 or Group U occupancies. 
5. Nonfixed and movable cases, counters and partitions not over 5 feet 9 inches (1753 mm) 

in height. 

B. Adopt appendix chapter E. 

9-1-14: AMENDMENTS TO THE INTERNATIONAL FIRE CODE, 2024 EDITION 

The International Fire Code, 2024 Edition, is amended as follows: 

A. Section 307.1. Add the following: Open burning shall be as established by ordinance 5-1-2. 

B. Section 903.2 Where required. Amend to read as follows: 

Approved automatic sprinkler systems in new buildings and structures shall be provided in the 
locations described in Table 903.2 and in Sections 903.2.11 through 903.2.12. 

Table 903.2 

Occupancy Group When Fire Area exceeds square footage  

A-3, A-4, A-5, B, F, M, S 3,000 

A-1, A-2, E, H, I, R 0 

Exception remains. 

B. Section 903.4.3 Alarms. Revise the first sentence to read as follows: 

An approved audible and visual sprinkler waterflow alarm device, located on the exterior of 
the building above the fire department connection (FDC) or other approved location, shall be 
connected to each automatic sprinkler system. 

C. Section 903 Automatic Sprinkler Systems. Add new subsection 903.7. 

903.7 Sprinkler system design criteria. Sprinkler hydraulic designs for NFPA 13 and NFPA 
13R systems shall be designed with a minimum of a five (5) pound difference between the 
sprinkler system design including hose requirements and the available water supply. The five 
(5) pound safety factor shall be applied to the water flow test after any adjustments for a 
seasonal low. 

D. Section 1103.5.3 Group I-2, Condition 2. Insert: January 1, 2030. 

E. Adopt appendices B, C, D, E, F, G, and H. 

9-1-15: AMENDMENTS TO THE INTERNATIONAL MECHANICAL CODE, 2024 
EDITION 

The International Mechanical Code, 2024 Edition, is amended as follows: 

A. Adopt appendix chapter A. 
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9-1-16: AMENDMENTS TO THE INTERNATIONAL FUEL GAS CODE, 2024 EDITION 

The International Fuel Gas Code, 2024 Edition, is amended as follows: 

A. Adopt appendix chapters A, B, and C. 

9-1-17: AMENDMENTS TO THE INTERNATIONAL PROPERTY MAINTENANCE 
CODE, 2024 EDITION 

The International Property Maintenance Code, 2024 Edition, is amended as follows: 

A. Section 101.2 Scope. Add the following sentence: 

The strictest of the provisions shall apply when there is a conflict between the Nuisance 
Ordinance [O-08-10] and this Code. 

B. Section 302.4 Weeds. Insert ten (10) inches.  

C. Section 304.14 Insect screens. Insert May 1st to October 1st. 

D. Section 602.3 Heat supply. Insert October 1st to May 1st. 

E. Section 602.4 Heat supply. Insert October 1st to May 1st. 

9-1-18: ADOPTION OF PLUMBING REGULATIONS 

A. Illinois Plumbing Code Adoption: 

1. The Illinois Plumbing Code (77 Ill. Adm. Code 890), as adopted by the Illinois 
Department of Public Health pursuant to the Illinois Plumbing License Law (225 ILCS 
320/1 et seq.), is hereby adopted by reference and shall govern all plumbing installations 
within the Village, except as specifically provided in subsection B of this section. 

B. Storm Drainage Systems: 

1. Chapter 11 (Storm Drainage) of the International Plumbing Code, 2024 Edition, as 
published by the International Code Council, is hereby adopted by reference for the 
regulation of storm drainage systems within the Village. 

2. Chapter 2 (Definitions) of the International Plumbing Code, 2024 Edition, is hereby 
adopted by reference, but only those definitions that directly relate to storm drainage 
systems as regulated in Chapter 11. 

3. Appendix C of the International Plumbing Code, 2024 Edition, is hereby adopted by 
reference. 

C. Administration and Enforcement: 

1. The following sections of Chapter 1 of the International Plumbing Code, 2024 Edition, are 
hereby adopted by reference for the administration and enforcement of storm drainage 
regulations adopted in subsection B: 
a. Section 101.1 Title 
b. Section 101.3 Intent 
c. Section 101.5 Severability 
d. Section 102.8 Referenced codes and standards 
e. Section 103 Department of Plumbing Inspection 
f. Section 104 Duties and Powers of the Code Official 
g. Section 105 Approval 
h. Section 106 Permits 
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i. Section 107 Inspections and Testing 
j. Section 108 Violations 
k. Section 109 Means of Appeal 

2. Any reference to "this code" within the adopted sections of Chapter 1 shall mean only 
those portions of the International Plumbing Code adopted in subsection B of this section 
when applied to storm drainage systems. 

D. Scope and Application: 

1. The Illinois Plumbing Code shall apply to all plumbing systems as defined in 225 ILCS 
320/2, except for storm drainage systems. 

2. The provisions of the International Plumbing Code adopted in subsection B shall apply 
only to storm drainage systems, which include roof drainage, stormwater and subsurface 
drainage, building storm drains, building storm sewers, and related systems. 

3. In case of conflict between any provision of the Illinois Plumbing Code and any provision 
of the International Plumbing Code adopted in subsection B as it relates to storm drainage 
systems, the more stringent provision shall apply. 

E. Protection against Physical Damage: In concealed locations where piping, other than cast 
iron or galvanized steel, is installed through holes or notches in studs, joists, rafters or similar 
members less than 1-1/4 inches from the nearest edge of the member, the pipe shall be 
protected by steel shield plates. Such shield plates shall have a thickness of not less than 
0.0575 inch (No. 16 gage). Such plates shall cover the area of the pipe where the member is 
notched or bored, and shall extend not less than 2 inches above sole plates and below top 
plates. 

F. Amendments to Adopted Provisions of the International Plumbing Code: 

1. Section 1101.2 Where required. Amend to read as follows: "Storm drainage shall be 
provided for all roofs, paved areas, yards, courts and courtyards of a building to a place of 
disposal in compliance with this code and the Village's Stormwater Management 
Ordinance. All storm drainage systems shall be designed and installed in accordance with 
Illinois Department of Transportation standard specifications for sewer and water main 
construction in Illinois, and the Village's design standards and specifications." 

G. Severability: If any section, subsection, sentence, clause or phrase of this ordinance is, for any 
reason, held to be unconstitutional or invalid, such decision shall not affect the validity of the 
remaining portions of this ordinance. 

 

9-1-19: SIDEWALKS REQUIRED: 

A. Applicability: Sidewalks shall be installed as required by the Zoning Ordinance, Subdivision 
Ordinance, or any applicable Planned Unit Development (PUD) Ordinance. 

B. Timing: Unless otherwise specified, sidewalks shall be completed prior to the issuance of a 
certificate of occupancy or within six (6) months after occupancy, whichever is later, subject 
to weather conditions. 

9-1-20: SIDEWALK SPECIFICATIONS: 

A. Location: Sidewalks shall be located 12 inches from the street right-of-way line unless 
otherwise approved by the Building Official. 
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B. Materials: All sidewalks shall be constructed of Portland cement concrete with the following 
specifications: 
1. Minimum 28-day compressive strength of 3,000 PSI 
2. Minimum slump of three (3) inches and maximum slump of five (5) inches 
3. Air entrainment of 5% to 7% 
4. Other admixtures shall be approved by the Building Official prior to installation 

C. Residential Districts: 

1. Minimum width shall be four (4) feet 
2. Minimum thickness shall be four (4) inches 
3. Minimum thickness at driveway crossings shall be six (6) inches 

D. Commercial and Industrial Districts: 

1. Minimum width shall be five (5) feet 
2. Minimum thickness shall be five (5) inches 
3. Minimum thickness at driveway crossings shall be six (6) inches 

E. Construction Standards: 

1. Control joints shall be provided at intervals not exceeding the sidewalk width 
2. Expansion joints shall be provided at intervals not exceeding 50 feet 
3. Cross slope shall not exceed 2% (1/4 inch per foot) 
4. Surface shall be finished with a light broom finish perpendicular to the direction of travel 
5. All sidewalks shall comply with current Americans with Disabilities Act (ADA) 

standards and guidelines 

9-1-21: COMPLETION BY VILLAGE: 

A. Time for Completion: The sidewalks required by this Title shall be completed within six (6) 
months after the building or structure for which the building permit was issued is completed 
and occupied, subject to suitable weather conditions. 

B. Village Completion Authority: If the required sidewalks are not completed within the time 
specified in subsection A, the Village may, after providing written notice to the property 
owner, complete or cause the sidewalks to be completed. 

C. Cost Recovery: The Village shall apply the proceeds of any performance bond, completion 
bond, cash deposit, letter of credit, or other security toward the costs of completing the 
sidewalks. 

D. Excess Costs: If the cost of completing the sidewalks exceeds the amount of the security, the 
excess costs shall be deemed a lien against the property and may be collected in the same 
manner as a special assessment. 

E. Refund of Excess: Any excess funds remaining after completion of the sidewalks by the 
Village shall be refunded to the party who posted the security. 

9-1-22: CONSTRUCTION HOURS 

A. Permitted Hours - General Construction Activities 
Construction activities generating noise audible beyond property boundaries are permitted 
only: 

1. Monday - Friday: 7:00 a.m. to 7:00 p.m. 

2. Saturday: 8:00 a.m. to 5:00 p.m. 
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3. Sunday and Village holidays: 8:00 a.m. to 4:00 p.m. 

B. Heavy Construction Equipment Restrictions 
Notwithstanding subsection A, the operation of heavy construction equipment or excavation 
or demolition activities involving excavators, earthmoving equipment, loaders, backhoes, 
jackhammers, or similar equipment shall not occur on Sundays or Village holidays, and shall 
be permitted only during the following hours: 

1. Monday - Friday: 7:00 a.m. to 5:00 p.m. 

2. Saturday: 8:00 a.m. to 5:00 p.m. 

C. Definition 
“Construction activities” include power and hand tools, construction equipment, hammering, 
sawing, drilling, delivery or unloading of materials, and operation of heavy construction 
equipment unless restricted under subsection B. 

D. Exceptions: 

1. Emergency work to protect people or property from imminent danger 

2. Emergency utility restoration 

3. Village-conducted or authorized public welfare activities 

4. Activities specifically authorized by the Building Official due to unusual circumstances 

E. Enforcement: Violations subject to penalties in Section 9-1-23. 

9-1-23: VIOLATIONS AND PENALTIES: 

A. Unlawful Acts: It shall be unlawful for any person, firm, or corporation to erect, construct, 
alter, extend, repair, move, remove, demolish, or occupy any building, structure, or equipment 
regulated by the codes adopted in this Title, or cause same to be done, in conflict with or in 
violation of any of the provisions of these codes. 

B. Violation Penalties: Persons who shall violate a provision of any code adopted in this Title or 
shall fail to comply with any of the requirements thereof or who shall erect, install, alter, or 
repair work in violation of the approved construction documents or directive of the code 
official, or of a permit or certificate issued under the provisions of these codes, shall be 
prosecuted to the fullest extent of the law. 

C. Fine Structure: Any person violating any provision of the codes adopted in this Title shall be 
fined not less than fifty dollars ($50.00) nor more than seven hundred fifty dollars ($750.00) 
for each offense. 

D. Continuing Violations: Each day that a violation continues after due notice has been served 
shall be deemed a separate offense. 

E. Notice of Violation: The code official is authorized to serve a notice of violation or order on 
the person responsible for the erection, construction, alteration, extension, repair, moving, 
removal, demolition, or occupancy of a building or structure in violation of the provisions of 
the codes adopted in this Title. Such order shall direct the discontinuance of the illegal action 
or condition and the abatement of the violation. 

F. Abatement of Violation: The imposition of the penalties herein prescribed shall not preclude 
the Village from instituting appropriate action to prevent unlawful construction or to restrain, 
correct, or abate a violation, or to prevent illegal occupancy of a building, structure, or 
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premises, or to stop an illegal act, conduct, business, or utilization of the building, structure, or 
premises. 

G. Applicability: The provisions of this section shall apply to all codes adopted in this Title 
unless specific violation penalties are otherwise provided in another section of this Title. 
Where conflict exists between this section and a specific penalty provision elsewhere in this 
Title, the more specific provision shall apply. 

9-1-24: STOP WORK ORDERS 

The Building Official shall have the authority to issue stop work orders as provided in the codes 
adopted by this ordinance. Any person who shall continue any work after having been served 
with a stop work order, except such work as that person is directed to perform to remove a 
violation or unsafe condition, shall be subject to the penalties prescribed in Section 9-1-23. 

9-1-25: BOARD OF APPEALS: 

A. Establishment and Membership: The Board of Appeals shall be comprised of the Village 
President and the Village Board of Trustees of the Village of Campton Hills. 

B. Powers and Duties: The Board shall hear and decide appeals of orders, decisions, or 
determinations made by the code official relative to the application and interpretation of the 
codes adopted by the Village. The Board shall have no authority to waive requirements of the 
adopted codes. 

C. Application for Appeal: Any person shall have the right to appeal a decision of the code 
official to the Board of Appeals. An application for appeal shall be based on a claim that: 

1. The true intent of the applicable code or the rules legally adopted thereunder have been 
incorrectly interpreted; or 

2. The provisions of the applicable code do not fully apply; or 

3. An equally good or better form of construction is proposed. 

Applications must be filed in writing within twenty (20) days after the decision was served 
and be accompanied by a fee of $150.00. The filing of an appeal shall stay proceedings unless 
the code official certifies that a stay would cause imminent peril to life or property. 

D. Open Hearing: All hearings before the Board shall be open to the public and in compliance 
with the provisions of the Illinois Open Meetings Act (5 ILCS 120/1 et seq.). The appellant, 
the appellant's representative, the code official, and any person whose interests are affected 
shall be given an opportunity to be heard. 

E. Board Decision: The Board shall affirm, modify, or reverse the decision of the code official 
by a concurring vote of a majority of its members. The Board can also remand the appeal 
back to the code official. Decisions shall be in writing and provided to the appellant and code 
official. 

F. Court Review: Any person, whether or not a previous party of the appeal, shall have the 
right to apply to the appropriate court for relief to correct errors of law. Application for 
review shall be made in the manner and time required by law following the filing of the 
decision in the office of the chief administrative officer. 

Section 3: SEVERABILITY 

If any section, paragraph, subdivision, clause, sentence, or provision of this ordinance shall be 
adjudged by any court of competent jurisdiction to be invalid, such judgment shall not affect, 
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impair, invalidate, or nullify the remainder thereof, which remainder shall remain and continue in 
full force and effect. 

Section 4: REPEALER 

All ordinances or parts of ordinances in conflict with or inconsistent with the provisions of this 
ordinance are hereby repealed to the extent of any such conflict or inconsistency. 

Section 5: EFFECTIVE DATE 

This ordinance shall be in full force and effect on February 1, 2026, after its passage, approval, 
and publication as required by law. 

PASSED AND APPROVED by the President and Board of Trustees of the Village of Campton 
Hills, Illinois, this 16th day of December 2025. 

AYES NAYES ABSENT ABSTAIN 
Trustee Frank Binetti _____ _____ _____ _____ 

Trustee Nicolas Boatner  _____ _____ _____ _____ 

Trustee Janet Burson _____ _____ _____ _____ 

Trustee Terese Hopfensperger _____ _____ _____ _____ 

Trustee Mike Millette _____ _____ _____ _____ 

Trustee Kim Muhr  _____ _____ _____ _____ 

President Barbara Wojnicki  _____ _____ _____ _____ 

Barbara Wojnicki, Village President 

ATTEST: 
Tracy Johnson, Village Clerk 
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